Facility Summary in Madison County in the City of Alder

Location: ALDER MARKET LLC
2325 Hwy 287
Alder, MT 59710 Madison

Facility Code: 24625
Last Inspected On: 04/13/2021

System Facility ID:28-04167 Operating Permit Renewal Date: 05/15/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Alder Market LLC 4068425679
Operator Contact: William Caldwell 4069259713

Owner/Operator: Alder Market LLC

William Caldwell, UST Class A Operator

William Caldwell, UST Class B Operator
VS ERe S3 Tank Age 34 E:?g Ttz 07/01/1988 Tank Material Unknown Piping Material Flexible Plastic Overfill Types
””””””””””””””” o o Pipinghnstalled .., Tank  Piping oo e o
Tag Number 385 Spill Test Date Date 11/14/2017 Construction Construction Double Walled AST Yes

. . A Continuous
Tank Status Temporarily MLLD Test Date EE 04/13/2021 CRlEslEie LD Interstitial Piping Type Pressurized CP Met Types
Out of Use Test Date Type 3.0 Monitori
onitoring
L . . . Continuous

) Tank/Piping CP Primary Tank Primary Pipe "

Product Diesel PLLD Test Date Test Date Leak Detection Detection Inter;tltl_al Vapor Recovery No
Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 3000 ATG Test Date Test Date 11/14/2017 Leak Detection Detection Energy Act No
Overfill Test Date ATG Type
Ll S4 Tank Age 34 EZ?('; Ttz 07/01/1988 Tank Material Unknown Piping Material Flexible Plastic Overfill Types
””””””””””””””” o o Ppipinghstalled .., Tank  Piping oo e o
Tag Number 386 Spill Test Date Date 11/14/2017 Construction Construction Double Walled AST Yes
. . n Continuous
Tank Status Temporarily MLLD Test Date S T 53 04/13/2021 Celssilie LD Interstitial Piping Type Pressurized CP Met Types
Out of Use Test Date Type 3.0 Monitori
onitoring
L . . . Continuous
. Tank/Piping CP Primary Tank Primary Pipe -
Product Gasoline PLLD Test Date Test Date Leak Detection Detection :\;ner;nqal Vapor Recovery No
onitoring

Capacity 2900 ATG Test Date Line Tightness ;11,5917 SEEEEE Tels SEeltEy P Energy Act No

Overfill Test Date

Test Date

Leak Detection
ATG Type

Detection
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Facility Summary in Madison County in the City of Cameron
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Location: WARREN MILLER LODGE Facility Code: 30806
Seven Bears Trl Last Inspected On: 04/01/2021
Cameron, MT 59720 Madison System Facility ID:60-15020 Operating Permit Renewal Date: 04/08/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Yellowstone Club 4069932422

Operator Contact: Joe Robillard

Owner/Operator: Yellowstone Club

Dan Nitsche, UST Class B Global Operator
Joe Robillard, UST Class A Operator

LSS0 02 Tank Age 5 BZ?: Iz el 08/14/2017 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve
TagNumber 5766 | Spill TestDate 1120021 EPIMGINStalled ony o0y TAOK oo yaieg PPN DoubleWalled  AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . A . ) .
Tank Status Use MLLD Test Date Test Date 04/01/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- . Continuous ; . Continuous
Product Diesel PLLD Test Date $22tk g;?;ng eiF Eggllalg)ét-girt]ilf) n Interstitial ggtr’ggtri);slpe Interstitial Vapor Recovery No
Monitoring Monitoring
n Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 2000 ATG Test Date Test Date 09/18/2017 Leak Detection Gauging 0.2 Detection Energy Act Yes
Overfill Test Date ATG Type OPW/EECO 1500
Facility Summary in Madison County in the City of Ennis
Location: ROCKY MOUNTAIN SUPPLY INC ENNIS Facility Code: 30512
4997 US Hwy 287 N Last Inspected On: 09/02/2020
Ennis, MT 59729 Madison System Facility ID:56-13826 Operating Permit Renewal Date: 11/29/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Rocky Mountain Supply Inc 4063884009
Operator Contact: Greg Stearman;Jason Rorabaugh 4063884008

Owner/Operator: Rocky Mountain Supply Inc

Greg Stearman, UST Class A Operator
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Greg Stearman, UST Class B Operator
Jason Rorabaugh, UST Class A Operator

Report Created: 11/1/2022

09/02/2020

09/02/2020

07/01/1997

07/01/1997

07/22/2020

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Page [3] of [17]

Continuous
Interstitial
Monitoring

Flexible Plastic

Continuous
Interstitial
Monitoring

Flexible Plastic

Continuous
Interstitial
Monitoring

Ball Float Valve

Ball Float Valve



Currently in

Gasoline

Report Created: 11/1/2022

09/02/2020

09/02/2020

09/02/2020

07/01/1997

07/01/1997

07/01/1997

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Page [4] of [17]

Flexible Plastic

Continuous
Interstitial
Monitoring

Flexible Plastic

Continuous
Interstitial
Monitoring

Flexible Plastic

ELLD 0.2

Ball Float Valve

Ball Float Valve

Ball Float Valve



Line Tightness

Secondary Tank

Secondary Pipe

Continuous

Capacity 8000 ATG Test Date Test Date 03/02/2020 Leak Detection Detection |nter;nn_a| Energy Act No
Monitoring
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date 09/02/2020 ATG Type EMC Veeder
Root/8484 Series
PLLD
Facility Summary in Madison County in the City of Ennis
Location: TOWN PUMP INC ENNIS Facility Code: 24722
116 W Main St Last Inspected On: 08/29/2022
Ennis, MT 59729 Madison System Facility 1D:28-08698 Operating Permit Renewal Date: 10/27/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Ennis 1 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Ennis 1 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
TankCode 01 ... Tank Installed 0 oe et g I Cathodically | = N 1. e
Tank Age 42 Date 04/14/1980 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 2529 Spill Test Date  07/07/2021  Fiping Installed e gty Double Walled ~ AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, ECL AN 0 EoiCCDURNNNS 000 ENGECCBUNNNNES 0 NN 00
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. n Statistical 5 . Statistical
Product Diesel PLLD Test Date 04/22/2021 $:2tkg3;?;ng ©r 04/22/2021 E;ﬂa&tg?ilén Inventory gggg{%ﬁlpe Inventory Vapor Recovery No
Reconciliation Reconciliation
. Line Tightness Secondary Tank Secondary Pipe
D | ATCTestbate  OWZWR02L  Testpate Leak Detection Detection” .
. Gilbarco-Veeder
Overfill Test Date 04/22/2021 ATG Type ROOUTLS-350
Tank Code 04 Tank Installed - Fiberglass . . Fiberglass .
Tank Age 30 Date 04/01/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 2530 Spill Test Date 07/07/2021 Date ConeiEien SonSTEiem None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . ) .
Tank Status Use MLLD Test Date 04/22/2021 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
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- " Statistical ; 8 Statistical
Product Gasoline PLLD Test Date $22tkg’£éng €p E;gllagétzac?ilgn Inventory Eg{g?{%ﬁ'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
5 Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 04/22/2021 Test Date 07/13/2015 Leak Detection Detection Energy Act No
; Gilbarco-Veeder
Overfill Test Date  04/22/2021 ATG Type ROOUTLS-350
Tank Code 05 Tank Installed : Fiberglass - . Fiberglass .
Tank Age 30 Date 04/01/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 2531 Spill Test Date 07/07/2021 Date - S o None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A . .
Tank Status Use MLLD Test Date 04/22/2021 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical . . Statistical
Product Gasoline PLLD Test Date ¥:2tkg3£;ng ar E;g‘(al%tzi?ilgn Inventory gggg{%slpe Inventory Vapor Recovery No
Reconciliation Reconciliation
n Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 04/22/2021 Test Date 07/13/2015 Leak Detection Detection Energy Act No
. Gilbarco-Veeder
Overfill Test Date  04/22/2021 ATG Type ROOU/TLS-350
Tank Code 06 Tank Installed . Fiberglass - - Fiberglass .
Tank Age 30 Date 04/01/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 2532 Spill Test Date 07/07/2021 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . .
Tank Status Use MLLD Test Date 04/22/2021 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Statistical ; 8 Statistical
Product Gasoline PLLD Test Date $22tkg’£éng €p E;gllagétzac?ilgn Inventory Eg{g?{%ﬁ'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 04/22/2021 Test Date Leelk DeEEiim e Energy Act No
Overfill Test Date  04/22/2021 ATG Type Gilbarco-Veeder
Root/TLS-350
Tank Code 07 Tank Installed n Fiberglass . . . . .
Tank Age 20 Date 10/16/2002 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 4734 Spill Test Date 04/22/2021 Date - Double-Walled oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date 04/22/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
A n Statistical . n Statistical
Product Diesel PLLD Test Date Tt pllug € 05/03/2012 LR Tan'k Inventory Prlmar_y e Inventory Vapor Recovery No
Test Date Leak Detection P Detection A
Reconciliation Reconciliation
; n Continuous ; Continuous
Capacity 6000 ATG Test Date 04/22/2021 Loz Mg s Secondary '!'ank Interstitial Secon(_jary e Interstitial Energy Act No
Test Date Leak Detection S Detection S
Monitoring Monitoring
Overfill Test Date  04/22/2021 ATG Type Gilbarco-Veeder

Root/TLS-350
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Tank Code 08 Tank Installed . Fiberglass . . . . .
Tank Age 20 Date 10/16/2002 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
n Piping Installed Tank K Piping
Tag Number 4735 Spill Test Date 07/07/2021 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date 04/22/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- . Statistical ; . Statistical
Product Diesel PLLD Test Date iggfg’;&ng ep E(;gagétzac?ilgn Inventory [P)gggtri)(/)rljlpe Inventory Vapor Recovery No
Reconciliation Reconciliation
. ) Continuous ; Continuous
n Line Tightness Secondary Tank o Secondary Pipe -
Capacity 5000 ATG Test Date 04/22/2021 - Interstitial " Interstitial Energy Act No
Test Date Leak Detection Monitoring Detection Monitoring
. Gilbarco-Veeder
Overfill Test Date 04/22/2021 ATG Type ROOYTLS-350
Facility Summary in Madison County in the City of Norris
Location: MCLEOD MERCANTILE SW CORNER Facility Code: 30774
6533 US Hwy 287 Last Inspected On: 11/04/2021
Norris, MT 59745 Madison System Facility 1D:56-14138 Operating Permit Renewal Date: 02/28/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: A M Welles Inc

Operator Contact: Katie Burtchett;Marvena Rice;Patricia Lehman 4065803664;4066853372

Owner/Operator: A M Welles Inc

Katie Burtchett, UST Class A Operator
Katie Burtchett, UST Class B Operator
Marvena Rice, UST Class A Operator
Patricia Lehman, UST Class A Operator

LSSt 06 Tank Age 31 EZ?: i fe 07/01/1991 Tank Material g?ot?eoccziecgns);eel Piping Material Eigi?];glrizz Plastic Overfill Types Ball Float Valve
Tag Number 2712 Spill Test Date 11/04/2021 Biaﬁi:g st lze (T:":‘)';]';tru . Ei(f’ri]';?ru - None AST No
Tank Status Sg;rently in MLLD Test Date _Srg;\:pD;tightness _(I;;'t;ésgrlgphic =i Elazcktrgr;itce(l:_tigre Piping Type Pressurized CP Met Types Galvanic
Product Gasoline PLLD TestDate  11/04/2021  Jan</PIPING CF 110420, T é‘;fé?ﬁéigza”k Pimary Pipe ELLD 0.2 Vapor Recovery  No
Capacity 2000 ATG Test Date  11/04/2021 #'e";i Eigt';t”ess 11/02/2009 fgglc(’ ”Dde"’t‘gggﬂk gifé’c'l?oaéy e Energy Act No

Overfill Test Date  11/04/2021 ATG Type Gilbarco-Veeder
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S 07 Tank Age 31 EZ?(L( i 12 07/01/1991 Tank Material gra(;?eoc?:acc?lls%eel Piping Material Reinforced Plastic Overfill Types Ball Float Valve
TeoNmeer o Spllfestose oo peed TR conaweion canstucion M D v
Tank Status Sg;rently in MLLD Test Date _Srg;rtl%;'tightness _(I_:;‘t)is;rlgphic = Egzc;rgzitcecl:_tigf Piping Type CP Met Types Galvanic
ot o i oo [SEEOE oo (R, ST R e e e
Capacity 2000 ATG Test Date  11/04/2021 #g‘s‘i Eigtgt”ess 11/02/2009 pece %de?;{ggﬂk ES)Z‘t’:C”t?Oar:y Fllpe Energy Act No

Overfill Test Date  11/04/2021 ATG Type Cilbarco-Veedler
S 08 Tank Age 31 EZ?(L( i 12 07/01/1991 Tank Material gra(;?eoc?:acc?lls%eel Piping Material Reinforced Plastic Overfill Types Ball Float Valve
Tag Number 2714 Spill Test Date  11/04;2021 b Ping Installed el Pty None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, C RN EuUUEUNNNS 0 EECHISURNNEES 0 NG 000
Tank Status Sg;rently in MLLD Test Date _Srg;rtl%;'tightness _(I_:;‘t)is;rlgphic = Not Required Piping Type Pressurized CP Met Types Galvanic
P o oo o SRS oo (GRS, ST SR e
Capacity 2000 ATG Test Date  11/04/2021 #g‘s‘i Eigtgt”ess 11/02/2009 pece %de?;{ggﬂk ES)Z‘t’:C”t?Oar:y Fllpe Energy Act No

Overfill Test Date  11/04/2021 ATG Type Cllbarco-Veedler
S 09 Tank Age 31 EZ?(L( i 12 07/01/1991 Tank Material gra(;?eoc?:acc?lls%eel Piping Material Reinforced Plastic Overfill Types Ball Float Valve
TeoNmber s Spllfestosejuownn  peed TS conaweion canstucion M D v
Tank Status Sggrently in MLLD Test Date ?gg:%ztightness _CI_:;Ft)aesggphic LD Elaeacktrggit(;(l:_tionf Piping Type CP Met Types Galvanic
ot o i o (SRR oo (R, ST R e e e
Capacity 6000 ATG Test Date  11/04/2021 #'e'f;t’ ggtgt”ess 11/02/2009 f:;l‘(”l‘)de"’t‘;ggﬂk geefgcnt?oar:y Pl Energy Act No

Overfill Test Date  11/04/2021 ATG Type Cllbarco-Veedler
LSl 10 Tank Age 31 EZ?: Ttz 07/01/1991 Tank Material g?;?eoc(::ecc?ns);eel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Teonumeer e SpiTestose | wwows: pged BEEL Consweion i M R v
Tank Status Sggrently in MLLD Test Date %Q%Zightness .?;;nggphic LD Not Required Piping Type CP Met Types Galvanic
. [ TROCE gy, POy Aok Pumayepe | L [P
Capacity 1000 ATG Test Date  11/04/2021 #'e'f;t’ ggtgt”ess 11/02/2009 f:;l‘(”l‘)de"’t‘;ggﬂk geefgcnt?oar:y Pl Energy Act No
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Gilbarco-Veeder

Overfill Test Date  11/04/2021 ATG Type ROOUTLS-450
eIl (Gl 1 Tank Age 31 BZ?: Lzl 07/01/1991 Tank Material IE’:?()ttheocC:iecda”S);eel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 2717 Spill Test Date 11/04/2021 EL‘DtZTQ i lze -(I;?)?]kstruction E?ri]';?ruction AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srggz%ltightness _Cl_t)e/\‘t):és;r.gphic i Not Required Piping Type CP Met Types Galvanic
Product Diesel PLLD Test Date TankiPIPIng CP 11/04/2021 T T é‘;f;ﬁ;g;a”k Prinary Pipe Vapor Recovery  No
Capacity 1000 ATG Test Date 11/04/2021 #L"S? Eigt';t”ess 11/02/2009 fgglc(’ %de?:a):;ggqu gi‘t’é’;?oar:y Hpe Energy Act No

Overfill Test Date  11/04/2021 ATG Type Gilbarco Veeder
LEULSERbE 14 Tank Age 18 EZ?J; iz e 07/02/2004 Tank Material Ei;?]rfglrizz Plastic Piping Material Reinforced Plastic Overfill Types Ball Float Valve
Tag Number 4892 Spill Test Date  03/31/2022 EL‘DtZTQ i lze -(I;?)?]kstruction E?ri]';?ruction AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srggz%ltightness _Cl_t)e/\‘t):és;r.gphic i Elazcktrgr;itce(l:_tigre Piping Type CP Met Types Non-corrodible
Product Diesel PLLD TestDate  11/04/2021  Jan<iPIPING CF /047205, T T é‘;fé?ﬁ;g;a”k Prinary Pipe Vapor Recovery  No
Capacity 12000 ATG Test Date 11/04/2021 #L"S? Eigt';t”ess 11/02/2009 fgglc(’ %de?:a):;ggqu gi‘t’é’;?oar:y Hpe Energy Act No

. Gilbarco-Veeder
Overfill Test Date 11/04/2021 ATG Type ROOt/TLS-450

Facility Summary in Madison County in the City of Sheridan

Location: AMWELLES
95 Tuke Ln
Sheridan, MT 59749 Madison

Facility Code: 30796
Last Inspected On: 08/04/2022

System Facility ID:60-15002 Operating Permit Renewal Date: 09/09/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: A M Welles Inc

Operator Contact: Sandy Flager;Tim Nicholls

Owner/Operator: A M Welles Inc

Sandy Flager, UST Class A Operator
Sandy Flager, UST Class B Operator
Tim Nicholls, UST Class A Operator
Tim Nicholls, UST Class B Operator
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08/04/2022

08/04/2022

08/04/2022
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Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Ro0t/8484 Series
PLLD

Fiberglass

Reinforced Plastic Flexible Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Flexible Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring
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Ball Float
Valve;High Level
Alarm

Ball Float
Valve;High Level
Alarm

Ball Float
Valve;High Level
Alarm



Currently in
Use
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08/04/2022

09/15/2005

08/04/2022

09/15/2005

08/04/2022

09/15/2005

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector
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Ball Float
Flexible Plastic Valve;High Level
Alarm

Continuous
Interstitial No
Monitoring

Ball Float
Flexible Plastic Valve;High Level
Alarm

Continuous
Interstitial No
Monitoring

Ball Float
Flexible Plastic Valve;High Level
Alarm

Pressurized Non-corrodible



. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I o ] PLLDTestDaie  OOOAR022  testbate Leak Detection _ Gauging 02 Defection aoez e
. ) . Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 15000 ATG Test Date 08/04/2022 Test Date 12/05/2019 Leak Detection Detection Inter_stltl_al Energy Act No
Monitoring
Gilbarco-Veeder
RoOOt/TLS-
n 350/Gilbarco
Overfill Test Date  08/04/2022 ATG Type EMC:Veeder
Root/8484 Series
PLLD

Facility Summary in Madison County in the City of Sheridan

Location: MCLEOD MERCANTILE 2802043
202 S Main St
Sheridan, MT 59749 Madison

Facility Code: 24575
Last Inspected On: 03/10/2021

System Facility 1D:28-02043 Operating Permit Renewal Date: 06/09/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: AM Welles Inc dba McLeod Merc 4066853372
Operator Contact: Sandy Flager
Owner/Operator: AM Welles Inc dba McLeod Merc
Sandy Flager, UST Class A Operator
Sandy Flager, UST Class B Operator
Tank Code 3 . 1 00 Flapper
Tank Age 2 Tl siietlizs 11/19/2020 Tank Material Flb_erglass . Piping Material Flexible Plastic Overfill Types Valve;High Level
Date Reinforced Plastic Alarm
”””””””””””””” G ... Pipinginstalled  ...ooo0  Tank oo Piping Lo e
Tag Number 5999 Spill Test Date 10/16/2020 Date 11/19/2020 S Double-Walled oSG Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date 08/05/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- . Continuous ; . Continuous
Product Gasoline PLLD Test Date iggfg’;&ng ep E(;gagétzac?ilgn Interstitial [P):g;st%r'pe Interstitial Vapor Recovery Yes
Monitoring Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
| e ... TestDate H/MI2020  LeakDetection  Gaugng02  [Detection etz ] .
Franklin Fueling
Overfill Test Date  10/16/2020 ATG Type Systems/;Incon/;|
ncon/TS-550 EVO
Tank Code 14 : Flapper
Tank Age 2 vl iz el 11/19/2020 Tank Material Fiberglass Piping Material Flexible Plastic Overfill Types Valve;High Level

Report Created: 11/1/2022

Date

Reinforced Plastic
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Alarm



n Piping Installed Tank K Piping
Tag Number 6000 Spill Test Date 10/16/2020 Date 11/19/2020 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date 08/05/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous ; . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 12000 ATG Test Date Test Date 11/27/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Franklin Fueling
Overfill Test Date 10/16/2020 ATG Type Systems/;Incon/;|
ncon/TS-550 EVO
Tank Code 15 : Flapper
Tank Installed . Fiberglass . . . . . o
Tank Age 2 Date 11/19/2020 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Xa\r/ri,ngh Level
TagNumber eoo1 | Spill TestDate 1062020  FPINGnstalled ) op050  Tank oo yaeg  PRNG DoubleWaled ~ AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 08/05/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- . Continuous ; . Continuous
Product Gasoline PLLD Test Date ¥:2tkg3;?;ng ar E;g‘(aéitzi?ilgn Interstitial gggg{%slpe Interstitial Vapor Recovery Yes
Monitoring Monitoring
: Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 6000 ATG Test Date Test Date 11/27/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Franklin Fueling
Overfill Test Date 10/16/2020 ATG Type Systems/;Incon/;|
ncon/TS-550 EVO
Tank Code 16 . Flapper
Tank Installed . Fiberglass A - . . . =
Tank Age 2 Date 11/19/2020 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Xglt\r/r%ngh Level
”””””””””””””” oo ... Pipingnstalled ..o~ Tank oo Piping oo o
Tag Number 6002 Spill Test Date 10/16/2020 Date 11/19/2020 - Double-Walled oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date 08/05/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
A n Continuous . n Continuous
Product Diesel, Dyed PLLD Test Date Ve Pl LR Tan'k Interstitial Prlmar_y e Interstitial Vapor Recovery No
Test Date Leak Detection S Detection S
Monitoring Monitoring
n Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 6000 ATG Test Date Test Date 11/27/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Franklin Fueling
Overfill Test Date 10/16/2020 ATG Type Systems/;Incon/;|

ncon/TS-550 EVO

Facility Summary in Madison County in the City of Twin Bridges

Location: BOS CHEVRON AND TIRE SERVICE
100 S Main St
Twin Bridges, MT 59754 Madison

Facility Code: 24698
Last Inspected On: 10/01/2019

System Facility 1D:28-07478 Operating Permit Renewal Date: 11/08/2022
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Bo Mailey 4066845611
Operator Contact: Bo Mailey 4066845611
Owner/Operator: Bo Mailey
Bo Mailey, UST Class A Operator
Bo Mailey, UST Class B Operator
B | Tenas s Tankinstalled 01011000  [TankMatersl  SteelClad  PipingMaterial  F°9SS louetilTypes  Fiappervane
Tag Number 3913 Spill Test Date Ei‘;ieng iz e -(I;%T;truction Double-Walled Eg)rilg?ruction None AST No
Tank Status (ljtsjgrently in MLLD Test Date _?g;\:rl));'tightness _Cl_t)e/\‘t):és;r.gphic i Not Required Piping Type Safe Suction CP Met Types Non-corrodible
B~ B | ioae CedDeteeon_ oniorng. - Detecton | ey (.
Capacity 1000 ATG Test Date #L"Set E;’t';t”ess pece %de?;)::t-li-gqu gZ‘t’;’C"tidoar:y RIEE Energy Act No
””””””””””””””” overfill TestDate ~ATGType
LEULSERbE 06 Tank Age 23 EZ?J; iz e 01/01/1999 Tank Material Piping Material Egier}ml;(g)lr?:fjj Plastic Overfill Types Flapper Valve
Tag Number 3914 Spill Test Date Ei‘,ﬂi:g i lze -(I;?)T(struction Double-Walled CPZi(fng?ruction None AST No
Tank Status (ljtsjgrently in MLLD Test Date _?g;\:rl));'tightness _Cl_t)e/\‘t):és;r.gphic i Not Required Piping Type Safe Suction CP Met Types Non-corrodible
Product Gasoline PLLD Test Date ;thkg;?éng = E(reigllal%tzi?ilzn Mgzi{:ghlnngterstitial ngg{i{) rl?ipe Vapor Recovery No
Capacity 1000 ATG Test Date #L"Set E;’t';t”ess pece %de?;)::t-li-gqu gZ‘t’;’C"tidoar:y RIEE Energy Act No

Overfill Test Date ATG Type
Facility Summary in Madison County in the City of Twin Bridges

Location: THREE RIVERS QUICK STOP
325 S Main St
Twin Bridges, MT 59754-9740 Madison

Facility Code: 24759
Last Inspected On: 01/19/2022

System Facility 1D:28-10708 Operating Permit Renewal Date: 01/19/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Danny Hanson 4066845733

Operator Contact: Danny Hanson;Gena Nordquist 4066845733

Owner/Operator: Danny Hanson

Danny Hanson, UST Class A Operator
Gena Nordquist, UST Class A Operator
Gena Nordquist, UST Class B Operator

Tank Code 04 Tank Installed n Cathodically A ; Fiberglass q
Tank Age 30 Date 10/01/1992 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 1816 Spill Test Date 07/09/2021 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] B, | TestDate CUL9/2022  LeakDetection  Gauging02 _[Defection oz ] .
: Line Tightness Secondary Tank Secondary Pipe
Capacity 3000 ATG Test Date 07/09/2021 Test Date Leak Detection Detection Energy Act No
Franklin Fueling
. Systems/TS-
Overfill Test Date 07/09/2021 ATG Type LLD:Gilbarco/EM
C Basic
Tank Code 05 Tank Installed n Cathodically A ; Fiberglass q
Tank Age 30 Date 10/01/1992 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 1817 Spill Test Date 07/09/2021 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Cocire RN | TestDate CUL9/2022  LeakDetection  Gauging02 _[Defection oz ] .
n Line Tightness Secondary Tank Secondary Pipe
Capacity 5000 ATG Test Date 07/09/2021 Test Date Leak Detection Detection Energy Act No
Franklin Fueling
. Systems/TS-
Overfill Test Date 07/09/2021 ATG Type LLD:Gilbarco/EM
C Basic
Facility Summary in Madison County in the City of Virginia City
Location: VILLAGE PUMP AND INFORMATION CENTER Facility Code: 24653
221 E Wallace St Last Inspected On: 09/08/2022
Virginia City, MT 59755-0338 Madison System Facility 1D:28-05399 Operating Permit Renewal Date: 01/07/2026
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Montana Heritage Preservation and Development Commission 4068435655

Virginia City

Operator Contact: Becky DiGiovanna;Kate Steeley

4066602195;4068435247

Owner/Operator: Montana Heritage Preservation and

Development Commission Virginia City
Becky DiGiovanna, UST Class A Operator

Becky DiGiovanna, UST Class B Global Operator

Kate Steeley, UST Class A Operator
Kate Steeley, UST Class B Global Operator

Tank Code 04 Tank Installed . Fiberglass - . . . .
Tank Age 3 Date 02/05/2019 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank K Piping
B | Spil TestPare  VI0Z02L  pate OO0 Construction  POMPEWAISY  construction  Povlewaled - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date 02/05/2019 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Continuous ; 8 Continuous
Product Gasoline PLLD Test Date 09/08/2022 iggfﬁ;{’éng €r E;g?(al%tzac':ilgn Interstitial I:P)gtne]gtri){) E'pe Interstitial Vapor Recovery Yes
Monitoring Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 6000 ATG Test Date 09/08/2022 Test Date 02/11/2019 Leelk DeEEiim Gauging 0.2 e ELLD 0.2 Energy Act Yes
Gilbarco-Veeder
Root/TLS-
. 450;Veeder
Overfill Test Date  11/10/2021 ATG Type ROO/8590 Series
DPLLD;Veeder
Root/TLS-450
Tank Code 05 Tank Installed n Fiberglass . . . . .
Tank Age 3 Date 02/05/2019 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 5861 Spill Test Date 11/10/2021 Date 02/05/2019 - Double-Walled oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 02/05/2019 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
A n Continuous . n Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -
Product Diesel PLLD Test Date 09/08/2022 Test Date Leak Detection Inter_stltl_al Detection Inter;tltl_al Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring ==~~~ Monitoing .
Capacity 6000 ATG Test Date  09/08/2022 LN Tighiness .1 5019 EE R ~tomatic Tank  SEESEEE | | b 0.2 Energy Act Yes

Report Created: 11/1/2022

Test Date

Leak Detection

Gauging 0.2

Detection
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11/10/2021

Gilbarco-Veeder
ROOt/TLS-
450;Veeder

Root/8590 Series
DPLLD;Veeder
Root/TLS-450




